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MECHANICAL LEGEND

24" X 24" GRID MOUNTED ADJUSTABLE SUPPLY DIFFUSER

24" X 24" GRID MOUNTED RETURN GRILLES

PROGRAMMABLE HEAT/COOL THERMOSTAT
MOUNTED UP 48" AF.F.

@

MECHANICAL:

1. EXHAUST FANS AND VENTING EQUIPMENT TO BE DUCTED TO EXTERIOR AND
TERMINATE AT AN APPROVED VENT CAP.

2. "MECHANICAL VENTILATION”, USE 75% OF RECIRCULATED AIR VIA HVAC UNIT.

3. DUCT EXPOSED TO NON-CONDITIONED SPACES SHALL BE INSULATED TO
PROVIDE A THERMAL RESISTANCE.

4. FLOOR AND WALL REGISTERS: THE LOWER EDGE SHALL NOT BE LESS THAN
1/2” FROM THE FLOOR IN TOILET ROOMS, LAUNDRY ROOMS OR UTILITY ROOMS.
5. METAL CHIMNEYS SHALL EXTEND AT LEAST 3 FT. ABOVE THE HIGHEST POINT
WHERE THEY PASS THROUGH THE ROOM AND 2 FT. MINIMUM HIGHER THAN
OTHER PORTIONS OF A BUILDING WITHIN 10 FT.

6. DUCTS SHALL BE CLASS I, IF NON-METALLIC, AND IF ALUMINUM OR
GALVANIZED SHALL BE PER TABLE M-603.3 2006 IMC

7. RETURN AIR VIA GRILLES IN WALL, DOORS OR CEILING AS NOTED.
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